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Sensitivity: General

Presentation Overview
• Foundation Holding Down Bolt 

Corrosion

• Horizontal Post Insulator –
Blackened Clamps

• OPGW, Earthbond - Failure
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Sensitivity: General

Foundation Holding 
Down Bolt Corrosion

Sensitivity: General

Foundation Holding Down Bolt Corrosion
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Sensitivity: General

Foundation 
Holding Down 
Bolt Corrosion
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Blackened 
Horizontal 
Post 
Insulator 
Clamps
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Blackened 
Horizontal Post 
Insulator Clamps
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Blackened 
Horizontal 
Post Insulator 
Clamps
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Sensitivity: General

Biological Growth on Insulator

Sensitivity: General

Biological Growth on Insulator
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Sensitivity: General

Earthbond Failure

Sensitivity: General

Earthbond Failure - Installed Earthbond vs. Design
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Sensitivity: General

Earthbond Failure - Installed Earthbond vs. 
Design
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Earthbond Failure - Installed Earthbond vs. 
Design

OPGW Clamp
Extract from
PLP Drawing 050-041-
RD
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Earthbond fitted so as not to rub on brackets
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Questions
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