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ADSS (All Dielectric Self Supporting)

Main ADSS Cable used ADSS Cable used for 
River Crossing

ADSS Underground Cable
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Existing Line

Existing Double 
Circuit Line

Existing Single 
Circuit Line
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ADSS Hardware

preformed.com

Suspension Clamp Splice Box Tension Assembly
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Design Challenges

Limited As Built & Survey data
- Structure base point

- Mid span ground point

- Mid span belly point 

11kV 70°C
ADSS 40°C
Ground Clearance Line 6.0m

AECOM

Design Challenges

Ground Clearance
- Area prone to flood risk, cannot underground, thus Solomon Power prefer intermediate poles to remedy ground clearance violations.

- Modelled new pole locations and ADSS attachment heights to fully optimise design both meeting ground and phase clearance requirements.
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Observations

Approved TMP?
(Traffic Management Plan)
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Observations

Unearthed UXO at Henderson Solar 
Farm Site (2015)
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Observations

Upstand for Steel pole with steel 
casing supplied by Mobil?
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End.

11

12


