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Power Quality

John He – Graduate Electrical Engineer (Powerco Ltd)

Agenda

1. LV overvoltage

2. Harmonics

3. Light flicker

4. Motor shorting

5. PQ monitoring of the Kapuni 11kV DG site
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1.1 LV Overvoltage – Waveform

Powerco operate 240 V 

Regulation limit 230 +6% 

1.2 LV Overvoltage ‐ Cause
HV feeder  
upstream

HV feeder  
downstream

Voltage 
regulator 

11/415V dist. 
transformer 

Residential Solar

3

4



6/10/2021

3

1.3 Overvoltage ‐ Solutions 

1) Apply Line drop compensation at the voltage regulator

2) Perform tap change (tap up) on (or all) concerning dist. transformer

3) Check Volt‐var, volt‐watt setting on solar inverter is active

2.1 Harmonics – Waveform

VP‐g=Vpeak

Voltage 
waveform

Current 
waveform
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2.2 Harmonics – Cause

• Zh (system impedance)= Z1 + Z2 + Z3 + Zn
• Vd (voltage distortion)= V1 + V2 + V3 + Vn

• Id (current distortion)= I1 + I2 + I3 + In

3.1 Light Flicker – Waveform
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3.2 Light Flicker – Cause

4.1 – Quick Intro to 2‐Phase Faults

- No zero-sequence current
- Positive-sequence current = negative-sequence current
- B phase current feed the fault = C phase Current fault return path
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4.2 Motor Shorting ‐Waveform

4.3 Motor Shorting ‐ Cause

Short circuit tripping current flowNormal current flow 
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Kapuni Solar Plant PQ Monitoring Project

5.1 Present Solar Plant Connection to Network 

Demarcation line
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5.2 Proposed Network Change

• Install Abele PQ Instrument 
• Install AC/DC power
• Install Communication device

Relocate 
demarcation 

line

RMU (fitted with CT and VT)
Cut cable & connect to RMU 

• Remove 11kV vertical ABS
• Install 1kVA single phase TX
• Install antenna

5.3 Project Cost and Timeline

8DJH RR RMU unit cost, with CT and VT $41,470.00

A‐Eberle PQ‐DE monitoring instrument $4630.00

RMU Installation cost $20,000.00

1kVA single phase TX: $1,500.00

DC Supply Power converter $500.00

Moxa 3120 communication device $2,000.00

Pole modification works $18,000.00

Expected Cost $88,100.00
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Questions
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