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Annual Power Engineering 
Exchange (APEX) 2022
Technology Led Changes

A Quick Survey
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Greytown Substation 33 kV Switchyard

The Challenge…
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Disconnector
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…The Solution
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Circuit Breaker

Current Transformer

Voltage Transformer

Disconnector/ESW
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…The Solution – Powerco Greytown 33 kV ODID Conversion
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…The Design Solution  - 33kV Indoor Switchroom
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…Enabling Works
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Example of 
Termination Pole

…Ripple Plant Feeder
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Earthing…

…The Design Solution
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Technology Led Changes
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• Smaller footprint

• Exposed Primary assets to 
metal clad switchgear

• Enabling works –Overhead 
conductors

• Mitigating risk of potential 
difference
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The Future…
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Thank you and let’s 
keep in touch!
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…The Design Solution


